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it INTRODUCTION

o form the facility Of arcas of Concern identied dunmni the mspechon M Miller and M
Moore were present throughout the mspection. providing informanon and helpmg open UST

hese sections are atmchments ConmstmE Of the
Checkiiat and other documents related to the CET
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2 TANKC

“This section addresses comphance with the RCRA UST requirements contained 1n applicable
parts of the federal UST regulations

22  MERCURE INDUSTRIAL (SA-32) FACILITY

UST System Description

The Mercure Industnial (SA 32) facility located at 44132 Mercure Circle in Sterling VA has one

UST System Records
The isting of documents reviewed for the SA 32 facility mcluded the following

1 Virmnia DEQ UST Database Report

2 UST Compliance Tesung Records

5 UST Noufication Forms

3 UST Comphance Assessment Report
The faclsty a1t UsT records at the SA-32 facility Me
T T L T N R S T o a2 e
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authonzation documentation followsng the mspection Attachment C contains the VA DEQ UST
Database Report for Tank 1

The VA DEQ UST Database Report states that Acacia Realty 13 the owner of the tank M

Tank 1 15 used for emergency generator use only and 1 exempt from tank release detection
requirements Relcases from the tank are detected by manual tank Saumng which Mr_Moore

the presence of water i the tank Less than one inch of water was detected 1 the tank dunng the
Piping Release Detection

Tank 115 used for cmergency generator use only and 15 exempt from piping release detection.

SpAVOverfill Provention

Me Lol observed an overfill cutoff valve in the fill pipe for Tank 1 Mr Loll noted a spill
Bucket which was observed (o be dry and in seod condrtion, surrounding the All mpe Tank 1

Corromon Protection

Sxiting the Wall of the prping =ump and Sxitng the Ground near the SmerEenty Eencrator (oo
Photomraphs #2 and #3 1 Attachmont B> The PVC sleeve 15olates the miping from the grownd
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Mr Lol provided an exit briofing after the inspection to Mx Miller and Mr Moore 1o provide
them with the arens of concern identified dunng the mapecton
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EPA REGION 3 UST COMPLIANCE CHECKLIST
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ATTACHMENT B

PHOTOGRAPH LOG



Mercure Industrial (SA-32)
UST CEI Photo Log




Mercure Industrial (SA-32)
UST CEI Photo Log

SITE LOCATION Mereure Indust

al (sA 32>



ATTACHMENT &

VIRGINIA DEQ UST DATABASE REPORT
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ATTACHMENT D

EPA UST NOTIFICATION FORM



January 30 2012

RE US Department of State
State Annex 32

24132 Mercure Circle, Sterling VA 20166

Dear Madam/Sir

Fhe US Dpartment of State now owns the UST at the subject facility in
Sterling The Notfication for Underground Storage Tanks 15 atached
Lf you have any questions or concerns, please contact me at (202) 647-2082

Sincerely.

AT e
Fiarry naahar, PID
Fra ey

Office of Facihities Management Services
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PETROLEUM MANAGEMENT INC UST COMPLIANCE ASSESSMENT REPORT



ey
PETROLEUM MANAGEMENT, INC.
A o attimane, Marland 21236 3 |

e (4107 354-0500 & Fax. (110) 3540201 ik
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> APT Color Symbols System for Proper ID of Fucl Storage
Tanks, Fills & Piping N N »
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ATTACHMENT ¥

U'S DEPARTMENT OF STATE WORK AUTHORIZATION DOCUMENTATION
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ATTACHMENT G

2012 LINE TIGHTNESS TEST RESULTS



FINAL REPORT
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